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NOTES:  1. COVER SHALL BE PAINTED BLUE FOR "WATER". COVER SHALL BE PAINTED BLUE FOR "WATER". 2. THE PIPE, FITTINGS AND APPURTENANCES USED SHALL BE ON THE SLWSD QUALIFIED PRODUCTS LIST. THE PIPE, FITTINGS AND APPURTENANCES USED SHALL BE ON THE SLWSD QUALIFIED PRODUCTS LIST. 3. 2" POLY PIPE MAY BE APPROVED IN LIEU OF BRASS/SS.2" POLY PIPE MAY BE APPROVED IN LIEU OF BRASS/SS.
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